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Serial & Network
» Serial Port

» Users & Groups

» Authentication

» Network Hosts

» Trusted Networks

» Cascaded Ports
# UPS Connections
» RPC Cannections
» Envionmental

System Name
System Description
‘System Password

Confirm System
Password

Apply

System Name: img4004-5 Model: IMG4004-5 Firmware:
Uptime: 6 days, 12 hours, 36 mins, 16 secs Current

System: Administration

imgd0nd-5
An ID for this device.

The physical location of this device.

Re-enter the above password for confirmation.
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Serial & Network

» Serial Port

» Users & Groups

» Authentication

» Network Hosts

» Trusted Networks
» Cascaded Ports

» UPS Connections
» RPC Connections
» Environmental

Port#  Label
1 Port 1
2 Port2
3 port 3
4 Port4

EditMuliple Ports

System Name: img4004-5 Model 0045 Firmware: 2.6.0p6
hours, 2¢ ec:

Uptime: 6 days, rent User

Serial & Network: Serial Port

Mode Logging  Paramaters  Flow Control
Level

Console (Unconfigured) 0 960061 Hone Edit

Console (Urconiigured) 0 9600-8-N-1 None Edit

Console (Unconfigured) 0 9600841  None Edit

Console (Unconfigured) 0 9600811 MNone Edic
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